SZUTEST

EC TYPE EXAMINATION CERTIFICATE
AT TiP INCELEME SERTIFIKASI

according to 92/42/EEC Efficiency requirements for new hot water boilers fired with liquid or gaseous fuels
Annex Il — EC Type Examination ( Module B )
92/42/AT Sivi veya Gaz Yakitl Yeni Sicak Su Kazanlarimin Verimlilik Gereklerine dair Yénetmelik
EK Il AT Tip Incelemesi'ne gére ( Modiil B)

number:  2495-BED-2105501

Owner of Certificate: AKTES ISI SANAYI VE TIC. LTD. STI
Sertifika Sahibi: Seyh $amil Osb Mah. Org. Sna. Bélg. 3.Cad. No:4 SIVAS / TURKIYE

AKTES ISI SANAYI| VE TIC. LTD. STI

ﬂar;yfécturer: Seyh Samil Osb Mah. Org. Sna. Bélg. 3.Cad. No:4 SIVAS / TURKIYE
retici.

F:rOdUClS! GAS FIRED CONDENSING PREMIX HOT WATER BOILERS

Urtinler: GAZ YAKITLI DUVAR-YER TIPI PERMIX BRULORLU YOGU$MAU SICAK SU
KAZANLAR!

Trademark/s:

Ticari Markalar: AKTES

Type/Model: B23 / AKTEMIX Series ( is stated Page-2)
Tip/Model: B23/AKTEMIX Serisi ( Sayfa-2'ye bakiniz)

Gas Category: I2H
Gaz Kategorisi:

Destination Countries: AT, BG, CZ, DK, EE, ES, FI, GB, GR, CH, IE, IT, LT, LV, PT, RO, SE,
Hedef Ulkeier S| SK. TR

Reference Standard(s): TS EN 15502-1+4A1:2015, TS EN 15502-2-1+A1:2017
Referans Standart(lar):

Base of Certificate: Final Report No. GADB-819044-FR-01 dated 07-01-2019, GARB-
Sertifika Dayanagi: 819044-FR-01-REV.02 dated 15.02.2021
07-01-2019 tarihli Final Rapor No. GADB-819044-FR-01, 15-02-2021
tarihli Final Rapor No. GARB-819044-FR-01-REV.02

Szutest Uyguniuk Degerlendirme A.$. hereby confirms that the manufacturer of the above mentioned products, has determined,
that satisfies the requirements of Directive 92/42/EEC of The European Parliament and of the Council of 21 May 1992 relating
to Efficiency requirements for new hot water boilers fired with liquid or gaseous fuels Annex lll - EC Type Examination (
Module B )

Szutest Uygunluk Degerlendirme A.S., yukarida bahsi gegen Ureticinin, Avrupa Parlamentosu ve Konseyi 21 Mayis 1992
tarihli 92/42/AT Sivi veya Gaz Yakith Yeni Sicak Su Kazantarimin Verimlilik Gereklerine dair Yonetmelik EK Il AT Tip
Incelemesi gerekliliklerini yerine getirdigini onaylar.

istanbul, 15-01-2019
Validity Date / Gegerlilik Tarihi : 14-01-2029

RUKIYE BALKAN
Genel MudUlr Yardimcisi
Deputy General Manager

SZUTEST UYGUNLUK DEGERLENDIRME AS.
Tatlisu Mahallesi, Akif inan Sk. No:1 Umraniye 34774 I[STANBUL / TURKIYE

Szutest.com.tr




PRODUCT MODELS / URUN MODELLER/

., CAPACITY (50-30) °C CAPACITY (80-60) °C
| Adi / Model Name Tip/ T
Model Adi / Mode ip / Type (KW) (KW)
Duvar —Yer Tipi / .
AKTEMIX 40 Wallhung-Floor | 32 29
type |
Duvar —Yer Tipi / |
AKTEMIX 50 Wallhung-Floor | 56 52
type
Duvar —Yer Tipi /
AKTEMIX 70 Wallhung-Floor 69 64
type -
Duvar —Yer Tipi /
AKTEMIX 90 Wallhung-Floor 95 87
type
Duvar —Yer Tipi /
AKTEMIX 100 Wallhung-Floor 121 110
type
Duvar -Yer Tipi /
AKTEMIX 150 Wallhung type | 142 125
Duvar —Yer Tipi /
AKTEMIX 200 Wallhung-Floor 162 148
type
Duvar —Yer Tipi /
AKTEMIX 250 Wallhung-Floor 232 212
type _
Yer Tipi /
AKTEMIX 300 Floor type 323 297
Gaz Kategorisi - Besleme Basinci / Gas Calisma Basinc1 / Working
Category - Supply Pressure Pressure NOx Stnifi / NOx Class
I2H - 20 mbar 6 bar 6
Hedef Ulkeler / Destination Countries Baca Tipleri / Installation Types
AT, BG, CzZ, DK, EE, ES, FI, GB, GR, CH, IE, IT, LT, LV, PT, RO, SE, B23
Si, SK, TR
FR.GAD.17.A R:02 o2




